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NOTES:
1. ALL PIPE AND FITTINGS SHALL BE

THREADED SCHEDULE 40 GALVANIZED STEEL OR BRASS.

2. WHERE REUSE SERVICE IS AVAILABLE, ALL CONNECTIONS
TG THE CITY POTABLE WATER SUPPLY SHALL BE EQUIPPED
WITH AN RPE BACKFLOW PREVENTER.

REDUCED PRESSURE BACKFLOW PREVENTER
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